The Modelica Buildings library contains a package with a model for a thermal zone that computes heat transfer through the building envelope and within a room. It considers various heat transfer phenomena of a room, including conduction, convection, shortwave and long-wave radiation. The first part of this paper describes the physical phenomena considered in the room model. The second part validates the room model by using a standard test suite provided by the American Society of Heating, Refrigerating and Air-Conditioning Engineers (ASHRAE). The third part focuses on an application where the room model is used for simulation-based controls of a window shading device to reduce building energy consumption.
Introduction
To support the design and operation of low energy buildings, the Lawrence Berkeley National Laboratory (LBNL) has been developing a free and open source Modelica Buildings library for building energy and control systems [1] . Version 1.1 Build1 of the library contains about 200 component models for building energy and control systems. These component models can be used for (1) rapid prototyping of innovative building systems, (2) design of building energy systems, (3) performance analysis of existing building systems, (4) development, specification and optimization of building control sequences, and (5) model-based operation for controls, fault detection and diagnostics. Recently, we implemented window and room models into the Buildings library to extend its capability to whole building energy simulation [2] . However, the models were not systematically validated against reference data in [2] . In [3] , we presented the validation of the window model which is an important part of the room model. This paper is to validate the room model and to show an application where the model is used as part of a controls framework of a window shading device of a building. After the introduction, we will briefly describe the physics and implementation of the room model. Then we will validate the room model using a subset of ANSI/ASHRAE Standard 140 [4] , which is a standard test suite for evaluating building energy simulation tools. After validating the room model, we will describe an application where the room model is part of a simulation-based controls framework used to control a window shading device of a test cell for reducing building energy consumption.
Room model
The room model of the Buildings library simulates heat transport processes within rooms and through the building envelope. This model can be used for the modeling of rooms with unlimited number of opaque and transparent surfaces or entire buildings. The room model takes into account the following physical processes: (1) Transient or steady-state heat conduction through opaque surfaces, such as walls. (2) Heat transfer through glazing systems including solar radiation, infrared radiation from ambient environment, heat conduction and heat convection. (3) Convective heat transfer between the room (inside) air and room-facing surfaces using either a constant heat transfer coefficient or a temperaturedependent heat transfer coefficient. (4) Convective heat transfer between the outside air and outside-facing surfaces using either a constant heat transfer coefficient or a variable heat transfer coefficient as a function of wind-speed, winddirection and temperature. (5) Solar and infrared heat transfer between the room enclosing surfaces.
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September 3-5, 2012, Munich, Germany (6) Temperature, pressure and species balance equations inside the room volume. Note that the current room model assumes that the air in the room is well-mixed so that a single volume is used to represent the room air. More details of the room model are available in [2] .
Validation of the room model
This section focuses on validation of the room model using different cases of ANSI/ASHRAE Standard 140 [4] . The Standard 140 is widely used in the building simulation community for testing the accuracy of building simulation models. Due to the complexity and high cost, it is difficult to precisely measure the energy performance of a building for a year. As an alternative approach, Standard 140 documents the simulated annual energy performance of a thermal zone using different building energy simulation tools. The simulation results of the tools are not the same since they use different assumptions, physical models and implementations. However, the variation of the simulation results is usually in a reasonable range. In this paper, we present validation cases of a low and high mass building using cases 600, 610, 620, 630, 600FF, 900, and 900FF.
Model configuration
For the validation, the following model configurations have been used: Room-side convective heat transfer coefficients are a function of the difference between air and surface temperature. Outside convective heat transfer coefficients are a function of the difference between air and surface temperature, and a function of wind speed. The long-wave radiative heat transfer has not been linearized. Case 600 is a low mass rectangular zone (6m × 8m × 2.7m) without interior partition and with two windows (3m × 2m each) on the south wall ( Figure 1 ). Construction material properties and other details are provided in [4] . For the validation, we simulated the zone for a year with weather data provided in [4] . We also compared the predicted peak heating load ( Table 1 ) and peak cooling load ( Figure 3 shows hourly load profiles on the day of peak heating load (Jan 4 th ). In the load profiles, heating and cooling loads are represented with positive and negative values respectively. The Buildings library predicted that there was cooling load from about 11 a.m. to 5 p.m. and heating load for the rest of the day. This profile is similar to the profiles predicted by other simulation tools. The case 610 is an extension of Case 600 in which a horizontal overhang is added to provide shading for the south facing windows. The overhang is 1m deep, located at 0.5m above the windows and extends from east to west facing walls as shown in Figure 4 . This case tests the ability of a simulation tool to treat shading of a south exposed window. Table 3 and Table 4 compare the predicted peak heating and cooling load and time of occurrence during the year. All simulation tools predicted almost similar time for the occurrence of the peak heating load. For peak cooling loads, two simulation tools predicted significantly different dates than the rest of the simulation tools. The room model predicted the same date as the majority of the tools. The Buildings September 3-5, 2012, Munich, Germany library calculated a peak heating load of 4.23 kW which is within the range of reference data. However, it slightly over-predicted the peak cooling load (6.38 kW) which is about 0.15% higher than the maximum value (6.37 kW) of the reference data. 
Case 620: Low mass building without shading (East-West facing windows)
The case 620 is same as Case 600 except that windows are oriented towards east and west as shown in Figure 6 . MWh and cooling load: 4.31 MWh) are comparable with other simulation tools and are within the range specified in [4] . In contrast to Case 600 here heating load is higher than cooling as the room receives solar radiation during morning and evening when intensity of solar irradiation on the window surface is low, and during midday when the azimuth angle with respect to the window surface is high and the normal component of irradiation is low. Also both windows are never simultaneously exposed to the sun. Peak heating and cooling load with their time of occurrence is compared in Table 5 and Table 6 . The results are comparable and are within range specified in [4] . Compared to Case 600 and Case 610 there is no significant change in peak heating load but peak cooling has reduced. This reduction is due to low solar heat gain as discussed earlier. (Figure 8 ). Even though there is not much change in peak heating load compared to earlier cases, the peak cooling load has dropped significantly. In this case, both peak heating-cooling load and time of occurrence calculated by the Buildings library are within range and comparable with results from other tools as shown in Table 7 and Table 8 . 
Low mass basic sensitivity tests
Sensitivity of each program for addition of overhang, side fins and change in window orientation is tested in [4] using differences in the results. The variation in annual and peak heating-cooling loads can be observed in Table 9 and Table 10 for Case 600 and Case 610. Results for Buildings library are within the range specified in [4] . (Table 11  and Table 12 ) for these cases are within the range specified in [4] . This indicates that the room model correctly models modification in window orientation. As described earlier, in Case 630 overhang and side fins are added to the east and west facing windows of Case 620. The differences in results of these cases verify the effect of these shading devices. Table 13 and Table 14 compare the results of the Buildings library with other simulation tools. 
Case 900: High mass building with temperature control
Case 900 is a high mass building which uses the same building model as was used for Case 600 except that the wall and floor construction were changed to use heavier materials. This case is used to test the ability of a simulation tool to treat thermal mass. As shown in Figure 9 , the Buildings library predicted annual cooling and heating loads are in the range of Standard 140. The Buildings library also predicted the occurring hour for peak heating load (3.267 KW) at 7 a.m. on January 4 and peak cooling load (3.369 KW) at 2 a.m. on October 17. These values are also in the range of Standard 140. 
Application
This section describes an application where the validated room model of the Buildings library was used in a simulation-based controls framework to control a window shading device of one test cell of the Advanced Windows Test Facility at LBNL (Figure 10 ). The windows facility is a test facility with three identical test cells which serve for testing and evaluation of controls strategies and façade systems. The dry bulb temperature in the corridor of the facility ( Figure 11 ) is controlled to a constant value and the walls of the test cells are well insulated. This is to insure that all test cells experience the same load profiles. Each of the test cells has a floor area of about 14 m 2 , a room volume of about 47m 3 and a south facing window. The ovals in Figure 10 indicate the test cells that were used in this study. The win- Figure 12 ). In this application, the room model of the Buildings library is used to model the test cell with the window and an exterior venetian blind. The window system installed in the test cell is a double pane window. The exterior venetian blind can be remotely controlled to be fully retracted or fully closed. It is also possible to control the slat angle positions of the blind.
Validation and Application of the Room Model of the Modelica Buildings Library
In the following sections, we will describe the controls framework applied to control the blind of the window system. The objective of the framework is to control the blind to reduce heating and cooling loads of the test cell. The indoor dry-bulb temperature was controlled to a constant value of 24 C. To reduce the heating and cooling loads, an optimal blind position is calculated at discrete time steps using Modelica models of the Buildings library and a control algorithm. This position is then converted into a control signal which is sent to real hardware to move the blind in the desired position. Figure 13 shows the schematic of the framework for one simulation time step. It involves the cosimulation between different simulation tools and the communication between hardware and software. The entire process is controlled by the Building Controls Virtual Test Bed (BCVTB) [5] . The BCVTB is an open source software environment developed by LBNL and based on the Ptolemy II software from UC Berkeley [6] . It allows expert users to couple different simulation programs for co-simulation, and to couple simulation programs with actual hardware [7] . In the controls framework, the BCVTB is the master that orchestrates the simulations and data exchange among simulators and hardware. It sets the start time, the stop time as well as the sampling time when blind position should be updated. It uses the SystemCommand actor [5] to call scripts which start different simulation programs. In our implementation, the simulation runs in real-time with a time step size of 5 minutes. The simulation workflow can be divided into 8 steps. At the beginning of the simulation, the BCVTB gets the start and end time of the simulation, the test cell number, and the time step that are predefined by the users.
Overview of the Controls Framework
In step (1) of every time step, it uses a Python [8] script to send requests through the internet to get the current clock-time, weather data, as well as plug, fan and lighting loads which are measured in the test cell.
In step (2) , it writes a weather file and a load file. The weather file contains measured weather data including diffuse solar irradiation on the horizontal surface, direct solar irradiation, the atmospheric infrared solar irradiation, outdoor dry-bulb tempera-ture, and wind speed. The load file contains the sum of plug, fan and lighting loads.
In step (3), the BCVTB starts a Perl [9] script which invokes Radiance [10] to calculate the incoming solar irradiations and the solar radiation absorbed by different room surfaces for multiple blind positions. Radiance is a ray-tracing based daylighting simulation program. It is selected because it can compute light transmittance of complex fenestration systems with light-redirecting shades. Since the Buildings library does not support the modeling of venetian blinds, we use the capability of Radiance to compute the light redirection of the blinds, and to compute the solar irradiation distribution in the room. This was achieved by calculating incident and absorbed solar irradiation in Radiance for distinct blind positions and overwriting the solar irradiation distribution calculations done in the room model. In our configuration, we considered 11 positions. Because the simulations were fast compared to the sampling time, and only 11 control options need to be considered, we did an exhaustive search to determine the optimal control signal. The first position is with the blind fully retracted. The second to the 11 th position are with the blind set at angles with degree of 40, 35, 30, 25, 20, 15, 10, 5, 0, and -5, respectively, where the last position is with the blind fully closed. The calculated irradiation data includes incident solar radiation on interior wall surfaces of the test cell and solar irradiation absorbed in glass layers and the shading layer of the window system. At the end of the calculation, the results are written to the files which will be used for step (4) .
In step (4), the BCVTB starts a script, which simulates multiple instances of the Modelica room model using Dymola [11] . Each model represents the room with the blind set to a specific position. The model is parameterized using a weather file, load file as well as incoming and absorbed solar irradiation pre-calculated by Radiance. Figure 14 shows a screenshot of the Modelica implementation of the test cell. This model consists of 7 parts: part 1 defines the heat sources which are read from the load file, part 2 is the PI controller for heating, part 3 is the PI controller for cooling, part 4 models the building envelope, part 5 represents the material properties of the building envelope, part 6 provides the weather data, and part 7 computes the infiltration in the test cell.
In step (5), the BCVTB calls a Python script to collect the Modelica simulation results for different blind positions and determines the optimal position which will lead to the least heating and cooling load. This position is then written in a file named "chosenposition.txt".
In step (6), the BCVTB calls a script which saves the state variables of the room model with the optimal blind position. These state variables will be used as initial conditions in the next time step. The capability of Modelica to easily reinitialize state variables, the transparency of making changes to models and the separation between process model, control implementation and numerical methods are important reasons why Modelica being well suited suitable for simulation-based controls operations.
In step (7), the BCVTB calls a script which reads the optimal blind position from the "chosenposition.txt" file, converts it into a controls signal, and sends it through the internet to the actuator to set the position of the blind.
Finally, in step (8), the BCVTB calls a script which requests the hardware to report the actuation position set. This is written it in a log file. The BCVTB then pauses until the next time step is reached and restarts the process. 
Simulation results
In our preliminary work, we measured the heating and cooling loads of two test cells for a period of 9 days (from 04/13/2012 to 04/22/2012). One test cell used an interior static venetian blind set at 30 degree blocking angle (RoomA). This represents one common configuration for blinds which is generally set by users. The other test cell (RoomC) has an exterior blind controlled using the simulation-based controls framework.
As shown in Figure 16 the heating and cooling load of the test cell with controlled exterior venetian blind is much less than that with the interior static blind. The measurements show in the peak up to two and half times lower cooling load in the room with the controlled exterior venetian blind. Consequently, one can save cooling energy by using the controlled exterior venetian blind.
Considering the test was only about one week and there were days with missing data, further investigations are needed to evaluate the performance of the algorithm over a longer period of time. Both exterior blind and controls can contribute to the energy saving in current study. To quantify the energy saving due to the controls, we will need to use exterior venetian blinds for both test cells. Nevertheless, the preliminary results show that our controls framework is functioning and the Modelica room model can meet the requirements of the application. 
Conclusions
The validation results show that the room model of the Modelica Buildings library generates similar results for low and high mass buildings with and without shade compared to other energy simulation tools listed in ANSI/ASHRAE Standard 140. The application shows how the room model of the Modelica Buildings library can be used as part of a simulationbased controls framework of shading. This demonstrates that the room model of the Modelica Buildings library can be used not only for whole building simulations, but also as part of a framework for simulation-based controls operations. RoomA RoomC
